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Local Amendments Alterations and Deletions to the International Building Code as adopted by 
the PA UCC: 

Section 903.2.14 is added to read: 
An automatic fire suppression system shall be provided throughout all buildings of Use Group B 

when more than 3 stories of 35 feet in height or more than 10,000 square feet per floor in 

accordance with Section 903.3.1.1. 

Section 1608.2 is amended to add: 

Since the ground snow load for the Centre Region as defined by Figure 1608.2 is defined as 

“CS” by virtue of elevation, the ground snow load Pg to be used in determining the design 

snow loads for roofs in accordance with this code is forty (40) per square foot. 

http://www.centreregioncode.org/

